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GENERAL NOTES: NOTES:

A.  READ SPECIFICATIONS FOR BALANCING DAMPER REQUIREMENTS. (THIS SHEET ONLY)

10"¢ EXHAUST DUCT FROM BELOW. ROUTE DUCT OVER AND UP TO
FAN EF-1-4SRF-1 ON ROOF.

@ 60x22 RETURN DUCT UP TO AH-1-4SRF-3 ON ROOF.
@ 44x18 RETURN DUCT UP TO AH-1-4SRF-2 ON ROOF.

12"¢ EXHAUST DUCT, 44X18 RETURN DUCT, AND 18X14 EXHAUST
DUCT IN NEW CHASE TO ROOF. SEE SHEET M110 FOR CONTINUATION.

46x20 RETURN DUCT UP IN NEW CHASE TO ROOF. SEE SHEET M110
FOR CONTINUATION.

ANY AND ALL HVAC SYSTEM COMPONENTS IN THIS ROOM SHALL BE
NON—MANETIC. NO EXCEPTIONS.

SETPOINT ADJUSTMENT KNOB FOR VAV TERMINAL VAV-424 IN THIS
CONTROL ROOM.

(8) SETPOINT ADJUSTMENT KNOB FOR VAV TERMINAL VAV—428 IN THIS
CONTROL ROOM.

@ TEMPERATURE SENSOR FOR VAV-424 IN RETURN DUCT AT THIS
APPROXIMATE LOCATION.

@ @ @ @ @ @ @ @ TEMPERATURE SENSOR FOR VAV-428 IN RETURN DUCT AT THIS
APPROXIMATE LOCATION.
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one foot
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one eighth inch
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